NEXT

ASS’Y:

1

FINAL ASS‘Y:

SYSTEM #2 COOLING LDOP:

a ! ! TA-B102
I

- - - - - - - o

; O

/[ sfstep #1 coounc Loop

| TA-B103 l

I

N\

GENERAL NOTES

1.

COORDINATE EXACT LOCATION OF EACH LIGHTING FIXTURE WITH CABLE TRAY
LAYOUTS AND AIR DUCT LAYOUTS.

FIXTURES SHALL BE LOCATED AT THE SAME ELEVATION IN EACH ROOM, UON.

FOR LIGHTING PANEL SCHEDULES SEE DWG E9.21.34

FOR LIGHTING FIXTURE SCHEDULES SEE DWG E9.30.01

PROVIDE 2" RIGID GALVANIZED STEEL SLEEVES FOR ALL CONCRETE CEILING
AND WALL CONDUIT PENETRATIONS. LOCATE WALL PENETRATIONS

IN THE BASEMENT 12" BELOW CEILING, SEE DETAILS AS NOTED.

ALL CONDUITS RUN IN THE CEILING AREA IN THE BASEMENT SHALL BE
MINIMUM OF 8'-6" ABOVE THE FINISHED FLOOR.
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SHEET KEYNOTES

ALL CONDUITS, CONDUIT FITTINGS AND J-BOXES IN THIS ROOM
SHALL BE NON CORROSIVE EPOXY COATED GALVANIZED RIGID STEEL.

WIRING DEVICES (SWITCHES, ETC ) SHALL BE ENCLOSED IN
EPOXY COATED STEEL OR STAINLESS STEEL ENCLOSURES.
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NO REPRESENTATION OR WARRANTY, EXPRESSED OR IMPLIED, IS MADE AS TO THE
ACCURACY, COMPLETENESS OR USEFULNESS OF THE INFORMATION OR STATEMENTS CONTAINED
IN THESE DRAWINGS, OR THAT THE USE OR DISCLOSURE OF ANY INFORMATION, APPARATUS,
METHOD, OR PROCESS DISCLOSED IN THESE DRAWINGS MAY NOT INFRINGE PRIVATE RIGHTS
OF OTHERS. NO LIABILITY IS ASSUMED WITH RESPECT TO THE USE OF, OR FOR DAMAGES
RESULTING FROM THE USE OF ANY INFORMATION, APPARATUS, METHOD, OR PROCESS
DISCLOSED IN THESE DRAWINGS. DRAWINGS MADE AVAILABLE FOR INFORMATION TO BIDDER
ARE NOT TO BE USED FOR OTHER PURPOSES AND ARE TO BE RETURNED UPON REQUEST
OF THE FORWARDING CONTRACTOR.
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